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1. Does an increase in the occupant load within an existing Group A, Division 2.1 
occupancy mandate the installation of a fire alarm system? 
Yes.  
 
 
2. In an existing Group A, Division 2.1 occupancy, if a proposed addition is made 
consisting of another Group A, Division 2.1 that is physically separated by a corridor 
wall from the existing occupancy, must a fire alarm system for the new building 
addition be extended to the existing Group A, Division 2.1? 
Yes. A fire alarm system must be extended to the existing Group A, Division 2.1 
occupancy because a corridor wall does not create an area/ocupancy separation or 
adequately create a separate building.  


